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a b s t r a c t
For refrigerated display cabinets to perform their function of keeping food cold, there must
be free movement of air through the evaporator. The moisture in the ambient air entrained
in the cabinet forms frost on the evaporator. It is traditional for heat to be applied to the
evaporator at regular intervals to melt this frost. The frequency, typically 3–4 times per
day, is enough to avoid the frost becoming excessive even in extreme conditions. For
much of the time defrosting is not always necessary. A large portion of the energy used
during a defrost is an overhead – heating and then cooling the metal and the food rather
than melting the frost. The effect of this is examined in the paper along with the results
from testing an algorithm that detects the need for a defrost from the pattern of refrigerant
flow (or evaporator exit superheat). The algorithm allows the number of defrosts to be re-
duced without excessively raising the temperature of food stored in the cabinet. The reduc-
tion in energy and carbon dioxide emission were examined and were shown to be
substantial.
ª 2007 Elsevier Ltd and IIR. All rights reserved.
L’instabilite´ de l’e´coulement du frigorige`ne comme moyen de
pre´vision des moments ou` le de´givrage s’ave`re ne´cessaire :
application a` un conge´lateur utilise´ pour la vente au de´tail
Mots cle´s : Meuble de vente ; Enqueˆte ; De´givrage ; Consommation d’e´nergie ; Expe´rimentation ; Logiciel
1. Introduction
In commercial refrigeration, display cabinets are used to pres-
ent the product on sale to the customers and to maintain
quality and microbial safety of the product. Irrespective of
cabinet type, air will be entrained into the cabinet at some
stage of its use. This may be intermittent (as in glass door
units) or continuous (as in open units). The entrained ambient
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air has a high water content and because the cabinet is at
a lower temperature than the dew point of the ambient air
the water in the air will condense within the cabinet. This wa-
ter will preferentially condense on the evaporator because it is
the lowest temperature surface in the cabinet and freeze, be-
cause the temperature is below 0 C. This results in the evap-
orator needing to be heated periodically to disperse the frost.
If it is not done sufficiently frequently, frost can build up on
the evaporator.
Refrigerated storage of food accounts for 40–60% of the en-
ergy used in supermarkets (Axell and Fahlen, 2002). For a typ-
ical size food retail store, 3500 MWh of electrical energy will be
consumed per annum (Stribling et al., 1997), of which
2100 MWh can be due to the refrigeration systems. A signifi-
cant amount of energy in supermarkets is used to defrost cab-
inets (Gage and Kazachki, 2002; Datta and Tassou, 2002a).
Howell et al. (1999) have reported that depending on store
size, humidity in the store and cabinet types the energy asso-
ciated with defrosts and anti-sweat heaters can exceed 30% of
the total refrigeration electrical energy in a supermarket. It
has also been recognised that defrosts are deleterious to the
shelf-life of the food in the cabinet. This is because food tem-
peratures are raised due to the heat added during the defrost.
Further disadvantages of defrosting occur because tempera-
ture cycling of food promotes weight loss and causes deterio-
ration in appearance (Fu and Labuza, 1997).
Deposition of frost on the evaporator is initially favourable
as it reduces fin-tube contact resistance and the rough frosted
surface acts as a fin, thus temporarily increasing the air-side
heat transfer coefficient (Padki et al., 1989). However, as the
frost thickens the insulating effect becomes dominant, the
heat transfer rate is reduced, the air-side pressure drop across
the evaporator increases which ultimately decreases the air
flow rate and increases the infiltration of warm and humid
store air into the cabinet.
Several methods to defrost evaporators are employed in re-
tail cabinets. Chilled cabinets are often defrosted during an
‘off-cycle’ where the ice on the evaporator is allowed to melt
naturally during periods when the cabinet refrigeration sys-
tem is off. This method although not using any direct energy
to melt the ice can only be used in chilled cabinets as the air
passing over the evaporator needs to be above 0 C to allow
the ice to melt. Other means of defrost that can be used in fro-
zen as well as chilled cabinets are electric where resistive
heaters are placed either in front of, or embedded in, the coil
block and hot or cool gas where gas is taken from the com-
pressor or receiver is passed through the evaporator.
Usually defrosts are scheduled at pre set times (every 6 or
8 h would be typical) and this can result in unnecessary
defrosts and excess energy use and increase in product tem-
peratures. The defrost is most usually terminated on a temper-
ature or time setting, whichever occurs first, although it is
generally good practice to terminate on temperature to ensure
all the ice have melted. Axell and Fahlen (2002) have recog-
nised that a number of factors affect defrost demand, i.e.
ambient temperature and humidity around a cabinet, evapo-
rating temperature, customer activity, ventilation system dis-
turbance, stored quantity of food and its spatial distribution
and temperature, and state of the food recently loaded. Vari-
ous studies carried out on chilled cabinets by Datta et al.
(1998), Datta and Tassou (1998), and Tassou et al. (2001)
reported that when environmental temperature is reasonably
constant, the relative humidity was the primary parameter
influencing frost formation and that the enthalpy of the ambi-
ent air could be used to control defrosts. In their study they
found differences between the defrost requirements for cabi-
nets during summer and winter and measured condensate re-
moved from cabinet in a UK store at 4 l per defrost in winter
and 7.5 l per defrost in summer. Various parameters influenc-
ing the need to defrost will be transient and cabinet specific.
Therefore ideally the demand for defrosts should be continu-
ously established for each cabinet individually.
Clearly, if the level of evaporator frosting can be deter-
mined in real time, defrosts can be limited to only those times
when they are required. There have been various attempts at
this using artificial intelligence techniques (Datta and Tassou,
1999), neural networks (Datta and Tassou, 2002b), air pressure
difference (Heinzen, 1988), temperature difference between
air and evaporator surface (Ciricillo, 1985; Buick et al., 1978),
measurement of parameters around evaporator and in ambi-
ent air near cabinet (Kuwahara, 1985), fan power sensing
(Muller, 1975), comparing the heat transfer rate on the air
and refrigerant side of the evaporator (Thybo et al., 2002)
and measuring ice thickness (by measurement of the thermal
conductivity of ice) (Llewelyn, 1984; Woodley, 1989; Paone and
Rossi, 1991). In general no previous defrost on demand system
has gained widespread acceptance due to the complexity of
sensing methods, reliability and cost (Howell et al., 1999).
As reported by Lawrence and Parker (2001), a novel means
of detecting the need for a defrost called PREDICT (Pattern
Recognition Enables Defrost Initiation at Correct Time) has
been developed. PREDICT is based on detecting instability in
the flow of refrigerant into the evaporator. This instability is
caused by the Thermostatic Expansion Valve (TEV) being un-
able to control refrigerant flow adequately once frost build
Nomenclature1
S1 lowest but one of the 16 readings (i.e. reading 2)
S2 highest but one of the readings (i.e. reading 15)
Sm mean of the ranked readings 2–15
V volatility – a measure of the recent variation in
superheat
LRV Long Run Volatility – the mean of the volatility
since the last defrost
I integral – accumulates when V> LRV. Sets back
to zero when V< LRV
Qsteadystate Heat removed from cabinet in steady state
conditions
Qexcess integral of heat removed from cabinet after de-
frost in excess of that which would be removed
in steady state conditions
m mass of refrigerant passing through circuit
h2 enthalpy of refrigerant at evaporator exit
h1 enthalpy of refrigerant at cabinet entry
1 Superheat readings are taken over 16 min. These are ranked
lowest to highest.
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up develops on the evaporator. Unstable conditions begin to
develop due to thermal resistance between the evaporator
core and the air due to the frost build up. As an evaporator
ices up, the amount of heat that can be removed by it de-
creases. This means that the amount the TEV can open with-
out causing liquid to flow out of the exit of the evaporator
decreases. This can also be viewed as lessening the superheat
at the evaporator exit for any given flow, or position of the bel-
lows in the TEV. In the iced condition, the TEV is unable to
control refrigerant flow through the evaporator in a stable
manner. The valve opens in response to high superheat at
the exit of the evaporator but then has to close rapidly as
the superheat is quickly reduced. This results in valve instabil-
ity or ‘hunting’ where the valve opens and closes rapidly to try
and maintain the set level of superheat. The purpose of the
work, reported here, was to prove the validity of the PREDICT
method and to establish the level of energy savings that could
be expected in a frozen retail display cabinet.
2. Experimental set up and methodology
2.1. Test room and cabinet
The tests were carried out in a test room conforming to EN441
standards and climate class III (temperature of 25 C and rela-
tive humidity of 60%) or IV (temperature of 30 C and relative
humidity of 55%) (EN441-4, 1995; EN441-5, 1996; EN441-6,
1995; EN441-9, 1996; EN441-12, 1996). A 2.5 m frozen food
well display cabinet was installed into the test room and con-
nected to a remote compressor and operated with refrigerant
R404A. The cabinet was loaded with standard test packs (con-
sisting of 200 100 50 mm and 100 100 50 mm parallele-
piped packs filled with oxyethylmethyl cellulose), as specified
in EN441-5 (1996) (Fig. 1). Eighteen of the 500 g packs were ‘m’
packs, which had a thermocouple inserted into the geometric
centre of the pack. Ambient conditions were monitored by
a thermocouple placed 300 mm to the front of the cabinet
and 150 mm above the lower lip of the canopy of the
cabinet. All thermocouples were calibrated T-type (copper–
constantan) with an accuracy of 0.1 C. Relative humidity
was measured to an accuracy of 3% RH using a humidity
meter (Protimeter DDp. 989 M) placed in the centre of the
room and power measured to an accuracy of 3 W using
a power meter (Northern Design PM390) connected to the
stabilised mains electrical supply.
Thermocouples to measure refrigerant temperature were
embedded in heat transfer compound (zinc oxide jelled sili-
cone) and strapped tightly to the liquid and suction pipes at
entry and exit to the evaporator. The whole pipe was insulated
with 25 mm thick flexible Armaflex for 100 mm on either side
of the measurement points. Pressure was measured to an ac-
curacy of 0.15% of reading using calibrated strain gauge type
pressure transducers. Mass flow was measured using a Dan-
foss DI6 coriolis mass flow meter. The flow meter was cali-
brated prior to the tests and was found to be accurate to
3.5% of reading.
The temperature of the air and ‘m’ packs, relative humidity
and power were recorded every minute using a data logging
system (Datascan modules, Measurement Systems Ltd.). Re-
frigerant liquid suction pressure, temperature and mass flow
were recorded every 5 s.
2.2. Validation of the PREDICT algorithm
The PREDICT algorithm takes the mean superheat (calculated
from the evaporating pressure converted to saturated temper-
ature and evaporator suction temperature (R404A, 2001)) mea-
sured over 16 consecutive 1 minute periods of refrigerant flow
(periods of no refrigerant flow were ignored). These 16 mea-
surements were examined and to eliminate rogue readings,
the highest and the lowest omitted. The maximum, S1, the
Plan view
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Fig. 1 – Loading pattern and positions of ‘m’ packs in
cabinet.
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Fig. 2 – Operation of PREDICT algorithm.
Table 1 – Defrost time flagged by PREDICT algorithm
versus time tomean temperature ofL12 8C in the cabinet
Replicate 1 2 3 4 5 6 7
Hours from
last defrost to defrost
required signal
20.5 24.8 29.8 35.3 44.5 51.0 55.0
Hours from
last defrost to ‘m’ pack
mean temperature
exceeding 12 C
51.8 40.8 46.5 43.5 54.0 73.3 83.3
Safety margin (h) 31.3 16.0 16.7 8.2 9.5 22.3 28.3
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minimum, S2, and the mean, Sm, of the remaining 14 values
were calculated.
A value, termed volatility, V (in %), was then calculated us-
ing Eq. (1) (it should be noted that V can exceed 100%).
V ¼ 100ðS1  S2Þ
Sm
(1)
The Long Run Volatility (LRV) was calculated as the mean of
the volatility since the last defrost was calculated. The present
volatility was compared with the LRV. Whenever volatility
exceeded LRV, a parameter, I, was calculated. This parameter
was the sum of the ratios of volatility to LRV minus 1 (Eq. (2)).
I ¼
X V
LRV
 1

(2)
‘I’ was reset to zero whenever the volatility was less than the
LRV. ‘I’ therefore gave a reading of the extent to which the exit
superheat had become volatile. When I, reached a certain de-
fined level, it indicated that a defrost was required.
The algorithm was implemented within a time boundary.
No defrost was permitted before a certain amount of time
had elapsed from the last defrost. This time was typically
the same as would normally be used as the defrost interval
for a particular cabinet. A defrost maximum period (usually
3–10 times the usual defrost interval) was also defined.
An example of the algorithm operation is shown in Fig. 2.
Immediately after a defrost the V and LRV are high. They
then reduce as the heat flows between the cabinet and its en-
vironment reaches a steady state. This remains the condition
until the evaporator becomes frosted. The volatility then
exceeds the Long Run Volatility at 21.75 h and ‘I’ starts climb-
ing. When ‘I’ reaches the trip point of 3, a defrost was
requested. It was found that the trip point needed to be set
at a significant level to avoid responses to noise. The sensitiv-
ity of the system, once above the noise level, was not great,
as, once the necessary conditions were reached, the value
of I increased fast. This is shown and discussed further in
Section 3.1.
To validate the PREDICT algorithm a series of seven tests
were carried out (tests 1–4 at climate class IV and tests 5–6
at climate class III). Prior to each test the cabinet was defrosted
to ensure no ice was present on the evaporator (perspex sight
‘windows’ were cut into the panels above the evaporator to al-
low the operator to manually check that no ice was present on
the evaporator) and was then run without any defrosts to es-
tablish: the times when superheat became volatile compared
with the long-term average. After the superheat became vola-
tile the test was terminated, the evaporator defrosted and
once ‘m’ pack temperatures were stable the test repeated.
Product temperatures at the time the PREDICT algorithm
would have flagged a defrost were checked to ensure that
they had not risen above 12 C (considered as the maximum
temperature allowable for frozen food).
2.3. Defrost energy consumption analysis
There are two parts to the energy used in a defrost; the direct
cost of electrical power into the defrost heaters and the indi-
rect cost of electrical power used to drive the refrigeration in
the cabinet to recover after the defrost. The post-defrost
refrigeration power can be sub-divided into the heat that
has come in from the ambient during the defrost that needs
to be removed and the heat that has come from the defrost
heaters (i.e. the excess heat not used to melt the ice on the
evaporator).
The rate at which heat was transferred from the ambient to
the cabinet during defrosts was taken to be the same as would
occur under normal operation of the cabinet, i.e. the refriger-
ation effect:
Qsteadystate ¼ mðh2  h1Þ (3)
where m is the mass flow of refrigerant, h2 is the enthalpy of
the refrigerant at the exit of the evaporator and h1 is the en-
thalpy of the refrigerant at the entry of the evaporator.
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Fig. 5 – Energy used in defrosts with different time gaps
between the defrosts.
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During trials stable operation of the cabinet was found to
occur during the period from 2 to 5 h after the start of the
defrost.
The refrigeration required to cool the fixtures and food
back down to the running temperature was established by cal-
culating the amount of refrigeration required in excess of
Qsteady state during the first 5 h after defrost. The amount of ad-
ditional refrigeration power supplied ðQexcessÞ was integrated
with time (over the 5 s measurement period) to produce cu-
mulative excess extraction. The maximum of this integral
was taken as the total excess extraction (Eq. (4)).
Qexcess ¼ Integralðmðh2  h1ÞÞ  Qsteadystate (4)
To determine the energy used in defrosts the cabinet was op-
erated at climate class III and set to defrost at varied time in-
tervals of between 8 and 24 h. In all 14 trials the defrost was set
to terminate on temperature to ensure all ice was removed
from the evaporator. The length of each defrost and the excess
refrigeration effect supplied during recovery were measured
for each defrost. From these figures the cost of each defrost
in kWh was calculated. In all calculations a coefficient of per-
formance (COP) for the refrigeration system of unity is as-
sumed (fairly typical for frozen applications).
3. Results
3.1. Validation of the PREDICT algorithm
The results of seven trials showing the mean time interval be-
tween defrosts that the PREDICT algorithm flagged and the
time for the mean of ‘m’ pack temperatures within the cabinet
to reach 12 C are shown in Table 1. It can be seen that the
PREDICT algorithm always gave more than 8 h warning of a de-
frost before the mean ‘m’ pack temperatures exceeded12 C.
Readings for V, LRV, I and mean ‘m’ pack temperature are
shown for a typical example in Fig. 3. ‘I’, the parameter which
indicates the need for a defrost, was set to issue a defrost re-
quired signal when it reached 3. The actual value of ‘I’ was
found to be relatively unimportant (provided it was set above
a certain level needed to prevent ‘noise activation’) as once the
refrigerant flow became unstable the value of ‘I’ increased ex-
tremely rapidly. It can be seen that ‘I’ reached the trip level of 3
at 42.5 h and the mean ‘m’ pack temperature reached 12 at
54 h. Thus there was a 11.5 h tolerance between the ‘defrost
required’ signal and the food temperature becoming unac-
ceptably high.
3.2. Defrost energy consumption
Fig. 4 shows an example from one test of the heat extracted by
the evaporator immediately prior to, and after, a defrost that
occurred after 24 h of refrigeration. The defrost lasted for
29 min from time 0. The refrigeration then operated and ini-
tially there is a very high extraction rate (approximately
7 kW). The heat extraction rate then reduced following ap-
proximately an exponential curve and steadied out at the
steady state extraction (Qsteady state) of 0.95 kW in this exam-
ple. The amount of heat extraction above Qsteady state (Qexcess)
was calculated to be 1.03 kWh in this example.
Therefore the energy consumption during the defrost
shown in Fig. 4 was:
kWh
Heaters 24 min (29 min defrost time less
5 min drain down time) at 3.8 kW
1.52
Less heat flow from ambient during
29 min defrost at 0.95 kW
0.46
Excess heat extraction during recovery 1.03
Energy consumption of defrost in kWh 2.09
The total energy used in a defrost against the time between
defrosts for all 14 tests is shown in Fig. 5.
A reasonably good linear relationship between the total en-
ergy used per defrost and the time between defrosts was
found. The intercept on the energy per defrost axis (1.64 kW)
was the fixture heating component whilst the gradient of
the line was the latent heat energy use to melt the ice on the
evaporator (0.02 time in h). It is worth noting that fixture
heating is double counted as energy has to be used to heat
and then again to cool it.
4. Discussion
The tests were deliberately performed in higher temperatures
and greater humidity than would normally prevail in UK
supermarkets. Even so it was found that the mean time for
‘defrost required signals’ being given was 38.8 h.
The energy used per year for a single 2.5 m frozen well
cabinet with a defrost every 38.8 h was 538 kWh whereas the
energy used with a defrost every 8 h was 1960 kWh. This
means that the 38.8 h defrost represents an energy saving of
72.5%. In a supermarket with 40 cabinets, the annual savings
would therefore be 56,880 kWh. With an electricity conversion
factor of 0.43, this equates to a saving of 24.5 tonnes of carbon
dioxide emission.
It is worth noting that the greatest benefit of increasing the
defrost interval is achieved at shorter defrost intervals
(Table 2). If a defrost was delayed by 8 h (from every 8 h to
every16 h) the energy used would be reduced by 46%, how-
ever, delaying the defrost for a further 8 h (i.e. to 24 h) would
only reduce the energy used by a further 15%. Extending the
defrost from 40 to 48 h only reduced energy use by 3% and
Table 2 – Effect of extending the time interval between defrosts
Time between defrosts 8 16 24 32 40 48 60 72
Percentage of energy used (%) 100.0 54.2 39.0 31.4 26.8 23.7 20.7 18.6
Saving (%) 0.0 45.8 61.0 68.7 73.2 76.3 79.3 81.4
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therefore there was less to be gained by extending the defrost
period excessively.
5. Conclusions
The PREDICT algorithm was found to signal a requirement for
a defrost in sufficient time to prevent ‘m’ pack temperatures
reaching excessively high levels. It is clear that the ice build
up on the evaporator in individual cabinets can vary and
therefore a global defrost on demand strategy is unlikely to
be successful. Therefore any defrost on demand strategy
needs to be applied to individual cabinets and this is possible
using the PREDICT algorithm integrated into a commercial su-
permarket control system.
The cost of a defrost consists of an overhead and an
amount of energy to melt the ice. The overhead was found
to be around 85% of the energy used. Because of this, increas-
ing the interval between defrosts achieved substantial savings
in energy. By doubling or trebling the time between defrosts
more than 45% or more than 60% of defrost energy was saved,
respectively.
During trials it was noted that an effect of less frequent de-
frosts was a lower mean temperature of the ‘m’ packs. In
addition less time was spent by the food at elevated tempera-
tures. The significance of this would depend on the sensitivity
of the food to elevated temperatures and sensitivity to fluctu-
ations in temperature.
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